
System No. W�L�1360

SECTION A�A

A

F Rating � 1 Hr & 2 Hr (See Item 1)
T Rating � 0 Hr

Pipe Max Nom. Diam., in. Min. � Max. Annular Space, in.

A, B 10 0 to 1�1/2

A, B 24 0 to 7/8

C 6, 4 0 to 1�1/2

D, E 4 0 to 1�1/2

D, E 6 0 to 7/8
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System No. W�L�5257

SECTION A�A

A

F Ratings � 1 and 2 Hr (See Item 1)
T Ratings � 0 and 1 Hr (See Item 1)

L Rating At Ambient � 4 CFM/Sq Ft (See Item 4)
L Rating At 400 F � Less Than 1 CFM/Sq Ft (See Item 4)
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PLUMBING LEGEND, NOTES, AND

SCHEDULES

P1.01

23  West Broad St.,  Suite 200

Richmond,  Virginia   2 3 2 2 0

Telephone:  8 0 4.3 5 3.3 0 5 1

Facsimile:   8 0 4.3 5 8.1 4 4 2

Webpage:    www.csarch.com

CA PROJECT 00938.02
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DAVID WRIGHT
CCRD PARTNERS
3311 W. BROAD ST.
RICHMOND, VA 23230
(804) 355-2067

JOHN HANCOCK
STROUD-PENCE & ASSOC.
4198 COX RD., SUITE 110
GLEN ALLEN, VA 20107
(703) 481-8914

JOHN MITROS
RHINO FIRE PROT. ENG. PLC
250 EXCHANGE PLACE, #B
HERNDON, VA 20107
(703) 481-8914
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